Sacramento Suburban Water District
Current System Generator Analysis

Operating Status in Model Flow, gpm
Well
capacity, New [New Run|New Run New Flow | New Flow New

Area__|Well no. [Facility name gpm Runl Run2 Run3 4 5 Flow 1 Flow 2 3 4 Flow 5 Notes

NSA N10 Walnut 1,300 [1:Open [1:Open |1:Open |1: Open |1: Open 1,520 1,520 1,715 1,529 1,300

NSA N20 [Cypress 1,300 |1:Open |1: Open |0: Closed |0: Closed [0: Closed 1,629 1,629 0 0 0

NSA 31A |Watt / Elkhorn 1,600 [1:Open [1:Open |1:Open |1:Open [1: Open 1,288 1,288 1,284 1,498 1,287

NSA N32B |Poker Lane 1 2,000 [1:Open [1:0pen |1:Open |1:Open |1: Open 2,211 2,211 2,609 2,165 1,694

NSA N32C |Poker Lane 2 1,800 [1:Open [1:Open |1:Open |1:Open |1: Open 2,914 2,914 3,427 2,855 2,254

NSA N32 Poker Lane 3 790 1: Open |1:Open |1:Open |[1:Open [1: Open 1,122 1,122 1,312 1,101 880

NSA N34 [Cottage 0: Closed [0: Closed |0: Closed |0: Closed |1: Open 0 0 0 0 1,894
VFD Setting (58 psi)
lower than system

NSA N35  [Antelope 0: Closed [0: Closed |0: Closed |0: Closed |1: Open 0 0 0 0 O|pressure

NSA N36 |[Verner 1,500 [0: Closed [0: Closed |0: Closed |0: Closed [1: Open 0 0 0 0 1,854

NSA 39 Thomas / Elkhorn 600 1: Open_[1:Open |1:Open |1:Open [1: Open 571 571 562 706 564

NSA 56A |Fairbairn / Karl 2,400 [1:Open [1:Open |1:Open |1:Open [1: Open 1,251 1,251 1,310 2,699 1,275

NSA 59A  [Bainbridge / Holmes School 2,950 |1:Open |1: Open |0: Closed |0: Closed [0: Closed 2 2 0 0 0

NSA MC-C1 |Capehart 1C 450 1: Open |1:Open |1:Open |[1:Open [1: Open 556 556 692 540 359

NSA MC-C2 |Capehart 2C 400 1: Open |1:Open |1:Open [1:Open [1: Open 855 855 1,053 832 572

SSA 4B Bell / Marconi 2,675 [1: Open [1: Open |0: Closed |0: Closed [0: Closed 2,262 2,359 0 0 0|Had to open wide to run
VFD Setting (48 psi)
lower than system

SSA 33A __ [Auburn / Norris 2,675 [1:Open [1:Open |1:Open |1:Open [1: Open 0 0 0 0 O|pressure

SSA 37 Morse / Cottage Park 700 1: Open |1:Open |1:Open [1:Open [1: Open 488 547 747 747 747

SSA 38 Watt / Auburn 500 1: Open |1:Open |1:Open |[1:Open [1: Open 907 950 1,095 1,095 1,096

SSA 40 Auburn / Yard 675 1: Open [1:Open |1:Open |1:Open [1: Open 642 710 954 954 954

SSA 40A |Auburn/ Yard 2,525 [1:Open [1:Open |1:Open |1:Open |1: Open 1,749 1,883 2,268 2,268 2,269

SSA 41 Albatross / Iris 600 [1: Open [0: Closed |0: Closed |0: Closed |0: Closed 200 0 0 0 0

SSA 42 Becerra / Marconi 0 1: Open |1:Open |1:Open |[1:Open [1: Open 866 906 1,041 1,041 1,041

SSA 43 Edison / Truax 850 1: Open_[1:Open |1:Open |1:Open [1: Open 423 471 644 644 645

SSA 45 Jamestown / Middleberry 750 1: Open [1: Open |1:Open |1:Open [1: Open 0 0 401 401 402

SSA 46 Jonas / Sierra Mills 800 [1: Open |[0: Closed |0: Closed |0: Closed |0: Closed 485 0 0 0 0

SSA 47 Copenhagen / Arden 885 1: Open [1:Open |1:Open |1:Open [1: Open 535 591 784 784 784

SSA 66 Eastern / Woodside Church 1,350 [1:Open [1:Open |1:Open |1:Open [1: Open 993 1,038 1,214 1,214 1,214
VFD Setting (61 psi)
lower than system

SSA 71 River Drive/ Jacob 0: Closed [0: Closed |0: Closed |0: Closed |1: Open 0 0 0 0 O|pressure

SSA 72 Riverwalk / NETP 1,850 [1:Open [1:Open |1:Open |1:Open [1: Open 1,331 1,424 1,731 1,731 1,732

SSA 75 Enterprise / Northrop 1,150 [1:Open [1:Open |1:Open |1:Open |1: Open 3,922 3,922 3,922 3,922 3,922

PRV open from North
NSA - Highlands subzone to NSA - 0: Closed [0: Closed |0: Closed |1: Open |0: Closed 0 0 0 1,786 0
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